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The following minimum construction inspections are required as indicated in Part I of the 
Virginia Uniform Statewide Building Code (VUSBC). These inspections are the typical 
minimum inspections for standard type construction projects, but may not be all inclusive or may 
not be applicable in all cases. Inspections, such as, Braced Wall Line( 606), may be requested 
prior to a complete rough-in inspection in order to install house wrap/flashing, etc.. Inspection 
numbers are not necessarily in the order in which they are constructed.  If in doubt, call Stafford 
County Department of Public Works @ 540-658-8650 for assistance. All inspections must be 
scheduled & passed, prior to concealment. Please call 540-658-4151 to schedule inspections 
using the Stafford County Interactive Voice Response (IWR) system or the Integrated Web 
Response system (IWR) or (HELLO) system on the Stafford County Code Administration 
website. If a required inspection is unavailable for scheduling under the automated system, you 
must call the permit office for assistance. Inspections can be scheduled by any interested party 
but the ultimate responsibility for ensuring all inspections have been completed lies with the 
permit holder (VUSBC 113.1.2). 

 
Inspections will not be made if the following minimum requirements have not been met: 
 

1. Street or lot must be identified (VUSBC 110.5). 
2. Permit must be posted on site, visible from street (VUSBC 110.5). 
3. Original (red stamped) approved plan must be on site for all inspections (VUSBC 109.5). 
4. Any ladder, scaffolding or test equipment must be provided by the permit holder 

(VUSBC 113.1.1). 
 
 

     Gas Logs 
Inspection Type Inspection Code 

Mechanical/Gas Line/Inside (do not include gas 
log shut off valve in pressure test.) 

401 (as applicable) 

Mechanical/Tanks/Propane/Oil 402 (as applicable) 
Mechanical/Gas Line/Outside 403 
Final (Instruction Manual to be on site) 999 
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